
Door Schedule Abbreviations

o = self closing device (closer)

HR = doors to have heat rise label as per O.B.C. 
table 3.1.8.15.  of 250 degrees C after 1 hour, use 
lever type release hardware to comply with section 
3.7 of O.B.C. as it relates to barrier free design

* = weatherstripping at door edge

ALUM/AL = aluminum door and/or frame

AOD = auto open device tied into fire alarm system to allow 
door to pop open upon activation of fire alarm

E.S. = electric strike for card reader
CR = card reader
FG = fixed glazing
FRG = frameless glass
FSG = frosted glass
GLM = glazed insulated metal door for exterior use

G.W.G. = georgian wired glass (installed in coformance with 
NFPA 80 for fire doors and windows or CAN/CGSB-12.11-M 
for wired safety glass)

HC = hollow core wood door
H.D.O. = automatic handicap door operator
HM = hollow core wood door

H.O. = hold open device designed to release door in the 
event of a signal from: the automatic sprinkler system, a heat actuated 
device, fusible link or smoke detectors as defined in NFPA 80

LH = positive latching device (latch)

LK = lockset: dead bolt on suite entry doors, privacy lock on bathroom doors 
and keyed locks on service doors

elev. machine rm. & pits require key to open from outside

SL = self-locking
M.L. = magnetic lock system tied into fire alarm
P = peep-hole (ULC labelled security viewing device)

P.H. = panic hardware exit device:
cross bar or push pad, the actuating portion of which extends across 
not less than one-half of the width of the door leaf.new installations 
shall be not less than 865mm and not more than 1220 above the floor.  
it shall be constructed so that a horizontal force not to exceed 66N 
actuates the cross bar or push pad and latches

P.M.F. = pressed metal frame

SG = door sign required for exits
upper case letters indicating the designation assigned to each exit stair 
shaft are required to be permanently mounted on each side of the 
doors into the exit stair shaft and are required to be:
-conform to dimensions indicated in
-ISO 7010, graphical symbols - safety colours
-and safety signs - safety signs used in workplaces
and public areas

SC = solid core wood door (min. 20min FPR)

TG = tempered glazing
glass doors shall be constructed of tempered safety glass conforming 
to CAN/CGSB-12.1-M.

WD = wood frame and/or door
WM = wire mesh

Notes:

1. ALL DOORS WITH A REQUIRED FIRE PROTECTION RATING MUST BE U.L.C. LABELLED 
AND EQUIPPED WITH U.L.C. LISTED HARDWARE AND U.L.C. LABELLED FRAMES.

2. ALL FIRE RATED DOORS AND DOORS IN NON-RATED FIRE SEPARATIONS TO BE SELF 
LATCHING AND PROVIDED WITH SELF CLOSING DEVICES

3. ALL EXIT DOORS TO BE PROVIDED WITH PANIC TYPE HARDWARE.  INTERIOR EXIT 
DOORS TO BE PROVIDED WITH U.L.C. LISTED "FIRE EXIT" PANIC TYPE HARDWARE.

4. ALL DOORS IN A FIRE SEPARATION TO HAVE DOOR SWEEPS TO PREVENT SMOKE 
PENETRATION

5. FOR ALL SECURITY CONTROLS & SYSTEMS THAT AFFECT DOORS & WINDOWS 
REFER TO SECURITY CONSULTANT & CONTRACTOR

6. FOR ALL SUITE ENTRY AND COMMON AMENITY AREA DOORS REFER TO INTERIOR 
DESIGN DWGs FOR FINISH DETAILS

7. ALL THRESHOLDS TO BE MAX. 13mm IN THICKNESS/HEIGHT

The Architect does not retain the consultants and therefore is 
not responsible for the accuracy of survey, structural, 
mechanical, electrical, etc. information shown on the 
drawing.  Refer to the appropriate engineering drawings 

before proceeding with any work.

Contractor shall verify and check all dimensions and 
conditions on site prior to starting any of the work and report 
any discrepancy to the Architect and consultants before 
proceeding. Construction must conform to all applicable 
Codes and Requirements of Authorities having Jurisdiction 
pertaining to this application.

No investigation has been undertaken or reported on by this 
office in regards to the environmental condition or pollution of 
this site. 

This drawing is not to be scaled.

All dimensions and areas to be confirmed on site by Ontario 
Land Surveyor.

COPYRIGHT 2018 RAFAEL + BIGAUSKAS ARCHITECT INC.
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P1 DP1-S1 GARAGE C 915 2135 45 Air YES LH O SG PH * HM F2 1.5H PAINT INSULATED EXTERIOR DOOR

P1 DP1-S2 STAIR B P1 LEVEL PLANT C 1065 2134 45 HM YES LH O SG PH * HM F2 1.5H PAINT Insulated

P1 DP1-S3A VEST. STAIR C1 C 915 2135 45 Air YES LH O SG PH * HM F2 1.5H PAINT

P1 DP1-S4 GARAGE STAIR D C 915 2135 45 Air YES LH O SG PH * HM F2 1.5H PAINT

P1 DP1-S5 GARAGE AIR INTAKE B 915 2134 45 HM LH LK HM F2 45MIN PAINT

P1 DP1-S6 GARAGE IN. SHAFT B 915 2134 45 HM LH LK HM F2 45MIN PAINT

P1 DP101-A GARAGE BASE BLDG.
TRANS.

A 1828 2134 45 HM LK LH O * ES DC REX CR HM F2 2H PAINT INSULATED EXTERIOR DOOR

P1 DP101-B CORR. GARAGE B 1065 2134 45 HM LK LH O * HM F2 2H PAINT INSULATED EXTERIOR DOOR

P1 DP101-C CORR. DEMARC RM. B 1065 2134 45 HM LK LH O * ES DC REX CR SG HM F2 1.5H PAINT

P1 DP101-D CORR. MAIN EQUIP. RM. B 1065 2134 45 HM LK LH O * ES DC REX CR SG HM F2 1.5H PAINT

P1 DP101-E CORR. BASE BLDG.
TRANS.

B 1065 2134 45 HM LK LH O * ES DC REX CR SG HM F2 1.5H PAINT

P1 DP102-B GARAGE ELEVATOR
LOBBY

P 1065 2134 45 ALUM LK LH O * ES DC REX PB SG HM F2 1.5H PAINT INSULATED EXTERIOR DOOR

P1 DP102-C GARAGE Vest. B 2240 3200 45 HM LK LH O * ES DC REX PB SG HM F2 1.5H PAINT 3.2m Door Clearance required

P1 DP102A ELEVATOR
LOBBY

Vest. P 1065 2134 45 ALUM LK LH O ES DC REX CR SG HM F2 1.5H PAINT

P1 DP103-A GARAGE RPEI - ELEC
ROOM

A 2240 3200 45 HM LK LH O PH SG ES * DC REX
CR

HM F2 2H PAINT 3.2m Door Clearance required

P1 DP103-B Vest. RPEI - ELEC
ROOM

A 2240 3100 45 HM LK LH O PH SG ES * DC REX
CR

HM F2 2H PAINT KNOCK OUT PANELS, HIGH VOLTAGE SIGN, INSULATED
EXTERIOR DOOR

P1 DP104-A P1 LEVEL PLANT VEST. A 2240 3200 45 HM LK LH O ES DC REX CR HM F2 2H PAINT KNOCK OUT PANELS ABOVE DOOR

P1 DP104-B P1 LEVEL PLANT GARAGE B 1065 2134 45 HM LK LH O ES DC REX CR HM F2 2H PAINT INSULATED EXTERIOR DOOR

P1 DP104-C ETS ROOM P1 LEVEL PLANT B 1065 2134 45 HM LK LH O HM F2 2H PAINT

P1 DP105 GARAGE VEST. B 2240 3200 45 HM LH O * SG PH HM F2 1.5H PAINT KNOCK OUT PANELS ABOVE DOOR, INSULATED
EXTERIOR DOOR

P1 DP106-A GARAGE ETS ROOM A 1828 2134 45 HM LK LH O * ES DC REX CR HM F2 1.5H PAINT INSULATED EXTERIOR DOOR

P1 DP106-B GARAGE ETS ROOM A 1828 2134 45 HM LK LH O * ES DC REX CR HM F2 1.5H PAINT INSULATED EXTERIOR DOOR

P1 DP107 GARAGE EXHAUST SHAFT B 915 2134 45 HM LK LH HM F2 1.5H PAINT

P1 DP108-A GARAGE BIKE ROOM B 1065 2134 45 HM LK LH O * HDO ES DC REX CR HM F2 45MIN PAINT

P1 DP108-B GARAGE BIKE ROOM B 965 2134 45 HM LK LH O * HDO ES DC REX CR HM F2 45MIN PAINT

P1 DP108-C BIKE ROOM SUMP PIT ROOM B 1065 2134 45 HM LK LH O * ES DC REX CR HM F2 45MIN PAINT

P1 DP109 GARAGE STORAGE RM B 965 2134 45 HM LH O SG PH * ES DC REX CR HM F2 45MIN PAINT

P1 DP110 VEST. STAIR D C 915 2135 45 Air YES LK LH O * ES DC REX CR HM F2 1.5H PAINT

P1 DP111-A GARAGE INCOMING
WATER RM.

A 1828 2134 45 HM LK LH O * ES DC REX CR HM F2 1.5H PAINT

P1 DP111-B INCOMING
WATER RM.

VEST. B 915 2134 45 HM LH O * HM F2 1.5H PAINT

P1 DP113 GARAGE Filtration Room 915 2134 45 HM LK LH O * ES DC REX CR HM F2 45MIN PAINT

LOADING D1-S8-B STAIR PARKING C 915 2135 45 Air LK LH O * ES DC REX CR HM F2 1.5H PAINT Insulated

LOADING D102A PARKING B 1065 2134 45 HM LK LH O HDO PB ES DC HM F2 1.5H PAINT Insulated

LOADING D103-A PARKING RES. WASTE H 2450 2400 45 Overhead Door (Metal) HM 1.5H Overhead Door

LOADING D108 PARKING VEST. P 1065 2134 45 ALUM LK LH O * ES DC REX CR GWG F2 1.5H PAINT FIRELIGHT GLASS (1.5HR) Insulated

LOADING D114 B 1065 2134 45 HM LK LH O * ES DC REX CR HM F2 1H PAINT Insulated

LOADING D117 MISC. ROOM STORAGE RM. B 965 2134 45 HM LK LH O * HM F2 45MIN PAINT Insulated

LOADING D119 PARKING COMMERCIAL
WASTE

B 1065 2134 45 HM LK LH O * ES DC REX CR HM F2 1.5H PAINT Insulated

LOADING D120 PARKING BULKY ITEMS B 1065 2134 45 HM LK LH O * ES DC REX CR HM F2 1.5H PAINT Insulated

LOADING D124-B VEST. PARKING B 965 2134 45 HM LK LH O * ES DC REX CR HM F2 1.5H PAINT Insulated

LOADING D124-C SHELL SPACE VEST. B 965 2134 45 HM LK LH O * ES DC REX PB SG HM F2 PAINT

LOADING D125 C 915 2135 45 Air YES LH O SG PH * HM F2 1.5H PAINT Insulated

LOADING D129 PARKING H 5715 4475 45 Overhead Door (Metal) Overhead Door (Refer to acoustic report)

LOADING D133 PARKING MISC. ROOM B 915 2135 45 Air LK LH F2 GATE IN CHAIN LINK FENCE

LEVEL 1 D1-S1 STAIR I 964 2136 45 ALUM LK LH O * AOD TG ALUM F3 Insulated Exit Only; Auto Open Device (AoD) required

LEVEL 1 D1-S2 STAIR I 964 2315 45 ALUM LK LH O * AOD TG ALUM F3 Insulated Exit Only; Auto Open Device (AoD) required

LEVEL 1 D1-S3 STAIR C EXIT
CORRIDOR

I 965 2315 ALUM LK LH O * AOD TG ALUM FG Insulated; Auto Open Device (AoD) required

LEVEL 1 D1-S3-B STAIR C EXIT
CORRIDOR

STAIR C 915 2135 45 Air LH O SG PH * HM F2 PAINT

LEVEL 1 D1-S3-C STAIR STAIR C 915 2135 45 Air LH O SG PH * HM F2 1.5H PAINT Fire Seperation to above grade

LEVEL 1 D1-S4 STAIR C 915 2135 45 Air LK LH O PH SG ES * DC REX
AOD

HM F2 PAINT Insulated Exit Only; Auto Open Device (AoD) required

LEVEL 1 D1-S6 C 915 2135 45 Air LK LH O PH SG ES * DC REX
AOD

HM F2 PAINT Insulated Exit Only, Vent to exterior as per OBC 3.2.6.2. (3)
(a); AoD req.

LEVEL 1 D1-S7 EXIT CORRIDOR STAIR C 915 2135 45 HM LH O SG PH * HM F2 1.5H PAINT , Vent to exterior as per OBC 3.2.6.2. (3) (a)

LEVEL 1 D1-S8-A RESIDENTIAL
LOBBY

STAIR C 915 2135 45 Air LK LH O HM F2 1H PAINT

LEVEL 1 D1-S9 STAIR C 915 2135 45 HM LK LH O PH SG ES * DC REX
AOD

HM F2 PAINT Insulated Exit Only, Vent to exterior as per OBC 3.2.6.2. (3)
(a); AoD req.

LEVEL 1 D101 VEST. MOVING P 1065 2134 45 ALUM LH O TG HM F2 PAINT

LEVEL 1 D102 BF Garbage Rm. RES. WASTE 1065 2134 45 HM LK LH O  ES DC REX CR

LEVEL 1 D104 SUPER RESIDENTIAL
LOBBY

I 1065 2134 45 ALUM LK LH O * TG ALUM F3 mail slot required

LEVEL 1 D104A SUPER KEY LOCKERS B 915 2134 45 HM LK LH O  ES DC REX CR HM F1 1H PAINT

LEVEL 1 D106 RESIDENTIAL
LOBBY

RESIDENTIAL
AMENITY

I 1065 2134 45 ALUM LK LH O * ALUM F3

LEVEL 1 D107-B RESIDENTIAL
LOBBY

RES. VEST. I 1065 2134 45 ALUM LK LH O * TG ALUM F3

LEVEL 1 D109 RESIDENTIAL
LOBBY

HSKP/STOR. RM. B 915 2134 45 HM LK LH O DC HM F2 PAINT 180 HINGES

LEVEL 1 D110 UNIV. WASHRM RESIDENTIAL
LOBBY

B 915 2134 45 HM LK LH O ES DC REX CR HM F2 PAINT

LEVEL 1 D113 VEST. HSKP B 915 2134 45 HM LK LH O HM F2 PAINT

LEVEL 1 D115 VEST. BIKE STORAGE B 1065 2134 45 HM LH O SG PH HM F2 45MIN PAINT

LEVEL 1 D116-A RES. AMENITY I 1064 2135 45 ALUM LK LH O * TG ALUM F3

LEVEL 1 D116-B RES. AMENITY B 965 2134 45 HM LK LH O * ES DC REX PB SG HM F2 45MIN PAINT

LEVEL 1 D118 EXIT CORRIDOR B 915 2135 45 Air LK LH O PH SG ES * DC REX
AOD

HM F2 PAINT Insulated Exit Only; Auto Open Device (AoD) required

LEVEL 1 D121 MAILROOM VEST. B 915 2135 45 HM LK LH O SG DC HM F1 PAINT

LEVEL 1 D122-A VEST. I 966 2146 45 ALUM LK LH O * TG ALUM

LEVEL 1 D122-B SUPER VEST. B 915 2134 45 HM LK LH O * ES DC REX CR HM F1 PAINT

LEVEL 1 D123 RES. VEST. CACF B 915 2134 45 HM LK LH O HM F1 45MIN PAINT

LEVEL 1 D124-A VEST. I 1064 2135 45 ALUM LK LH O * ALUM F3

LEVEL 1 D124-D VEST. SHELL SPACE P 1065 2134 45 HM LK LH O HDO PB ES DC* HM F3 PAINT

LEVEL 1 D128 PARKING I 1000 2175 45 ALUM LK LH O * ALUM F3 Exit

LEVEL 1 D130 SHELL SPACE 915 2134 45 HM LH O SG PH * ES DC REX CR HM F2 1H PAINT

LEVEL 2
(WEST)

D202 CORRIDOR STORAGE B 965 2134 45 HM LK LH O  ES DC REX CR HM F2 1H PAINT

LEVEL 2
(WEST)

D202A WORKSHOP STORAGE B 965 2134 45 HM LK LH O HM F2 1H PAINT

LEVEL 2
(WEST)

D205 CORRIDOR STORAGE B 965 2134 45 HM LK LH O  ES DC REX CR HM F1 45MIN PAINT

LEVEL 2
(WEST)

D208 CORRIDOR WORKSHOP B 965 2134 45 HM LK LH O * HDO ES DC REX CR HM F2 1H PAINT

LEVEL 2
(WEST)

D210 STAFF ROOM B 965 2134 45 HM LK LH O HM F4 PAINT wood door with hollow metal frame

LEVEL 2
(WEST)

D211 STAFF ROOM B 965 2134 45 HM LK LH O HDO PB ES DC HM F4 PAINT wood door with hollow metal frame

LEVEL 2
(WEST)

D212 STAFF ROOM B 1065 2134 45 HM LH LK HDO HM F4 PAINT wood door with hollow metal frame

LEVEL 2
(WEST)

D213 STAFF ROOM B 760 2135 45 HC LH HM F4 PAINT wood door with hollow metal frame

LEVEL 2 D201 CORRIDOR B 1121 2153 45 ALUM LK LH O P *

LEVEL 2 D203 RESIDENTIAL
LOBBY

RESIDENTIAL
LOBBY

C 965 2135 45 HM YES LK LH O * ES DC REX CR HM F2 1.5H PAINT

LEVEL 2 D204 RESIDENTIAL
LOBBY

RESIDENTIAL
LOBBY

B 965 2135 45 HM LH O HM F2

LEVEL 3 D310-A RPEI MECH.
SHAFT

RPEI MECH.
SHAFT

P 1065 2134 45 HM LK LH O ES DC REX CR TG HM F1 HM 45MIN PAINT DOOR GASKET AND DROP SEAL (SEE ACOUSTIC
REPORT)

LEVEL 3 D310-B RPEI MECH.
SHAFT

RPEI MECH.
SHAFT

B 965 2110 45 ALUM LK LH O * ALUM F3

LEVEL 4 D425-A STAIR C EXIT
CORRIDOR

VEST. I 1065 2134 45 ALUM LK LH O HDO PB ES DC TG ALUM F1 REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 4 D425-B VEST. GDN SHED B 1065 2134 45 HM LK LH O HDO PB ES DC* HM F1 PAINT REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 4 D425-C VEST. I 1031 2125 45 ALUM LK LH O * TG ALUM F3 REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 4 D426 GDN SHED K 1835 2125 45 ALUM LH LK TG ALUM F3 SLIDER

LEVEL 8 D8-S3B STAIR STAIR C 915 2135 45 Air YES LK LH O PH SG ES * DC REX HM F2 HM 1.5H PAINT Insulated Exit Only

LEVEL 8 D812-B LOUNGE MECHANICAL
AHU

I 965 2085 45 ALUM LK LH O * TG ALUM F3

LEVEL 8 D813 VESTIBULE MECHANICAL
AHU

I 965 2085 45 ALUM LK LH O * ALUM F3

LEVEL 8 D814-A MULTIPURPOSE
ROOM

A 910 2135 45 HC HM F1 HM PAINT REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D814-B STORAGE MULTIPURPOSE
ROOM

B 1065 2134 45 HM LH LK HM F1 HM PAINT REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D814-C MULTIPURPOSE
ROOM

MECHANICAL
AHU

I 965 2085 45 ALUM LK LH O * ALUM F4

LEVEL 8 D818 CORRIDOR CORRIDOR I 1065 2134 45 ALUM LK LH O HDO PB ES DC*PH TG ALUM F3 REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D818-A WC CORRIDOR B 1065 2134 45 HM LK LH O HDO PB ES DC HM F1 HM PAINT REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D818-B CORRIDOR DINING 1065 2134 45 ALUM LK LH O HDO PB ES DC REX
CR PH

TG ALUM F3 REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D818-C CORRIDOR UNIV. WC B 1065 2134 45 HM LK LH O HDO PB ES DC HM F1 HM PAINT REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D818-D CORRIDOR STOR. A 965 2134 45 HM LK LH O HM F1 HM PAINT

LEVEL 8 D818-E STUDY/WORK
AREA

CORRIDOR I 1065 2134 45 HM LK LH O * HDO ES DC REX CR
PH

TG ALUM F3 REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D818-F CORRIDOR VESTIBULE I 1065 2134 45 ALUM LK LH O HDO PB ES DC ALUM F3 REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D818-G MULTIPURPOSE
ROOM

CORRIDOR I 1065 2134 45 ALUM LK LH O HDO PB ES DC REX
CR PH

TG ALUM F3 REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D818-H CORRIDOR LOUNGE I 1065 2134 45 HM LK LH O * HDO ES DC REX CR
PH

TG ALUM F3 REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D818-I CORRIDOR D2 2047 2135 35 HC LH WD REFER TO INTERIOR DESIGN DRAWINGS

LEVEL 8 D823 MECHANICAL AHU MECHANICAL
AHU

B 915 2134 45 HM LK LH O * HM F2 HM 1.5H PAINT

LEVEL 8 D824 Roof Hatch CORRIDOR B 760 2135 45 HM LH LK * HM F2 HM PAINT

MECH PH DM01R MECH. PH VEST. A 2000 3100 45 HM LK LH O SG PH HM F2 HM 1.5H PAINT

MECH PH DM02R-A ELEC RM. VEST. A 2000 3100 45 HM LK LH O SG PH HM F2 HM 1.5H PAINT

MECH PH DM02R-B ELEC RM. MECH RM. B 980 2135 45 HM LK LH O SG PH HM F2 HM 1.5H PAINT

MECH PH DM03R MECH RM. VEST. A 1830 2135 45 HM LK LH O SG PH HM F2 HM 1.5H PAINT

MECH PH DM06 B 965 2135 45 HM LK LH O HM F2 HM PAINT ROOF ACCESS DOOR, DOOR & FRAME COLOUR TO
MATCH METAL PANEL

MECH PH DM07R-A MECH. PH B 980 2135 45 HM LK LH O SG PH HM F2 HM 1.5H PAINT Insulated

MECH PH DM07R-B H 3200 4500 45 Overhead Door (Metal) HM F2 Overhead Door

MECH PH DM13R ICAT EQUIP.T RM. MECH. PH B 980 2135 45 HM LH LK O SG HM F2 HM PAINT

MECH PH DM15R MECH. PH VEST. B 915 2135 45 HM LK LH O SG PH HM F2 HM 1.5H PAINT

MECH PH DM16R MECH. PH ELEV. MACH. RM B 915 2135 45 HM LK LH O SG PH HM F2 HM 1H PAINT

MECH PH DM17R MECH. PH VEST. C 1220 2135 45 HM LH LK O SG HM F2 HM PAINT

OUTDOOR
MECH

D-119-A VEST C 1220 2135 45 HM LH LK O SG HM F2 HM 1.5H PAINT

OUTDOOR
MECH

D-119-B VEST C 1220 2135 45 HM LK LH O SG HM F2 HM PAINT Insulated

OUTDOOR
MECH

D-124 B 965 2135 45 HM LH LK O SG HM F2 HM 1H PAINT

TOP OF
MECH PH
UPPER

DR-S10 C 915 2135 45 Air LK LH O HM F2 HM 1.5H PAINT Insulated
6
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3.4.6.16.  Door Release Hardware

(a) every exit door from a floor area containing an 
assembly occupancy having an occupant load more than 
100,
(b) every door leading to an exit lobby from an exit stair 

shaft, and every exterior door leading from an exit stair shaft 
in a building having an occupant load more than 100, and
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